TO BUILDING
NOTE:
DOH APPROVED DOUBLE CHECK VALVE ASSEMBLY REQ'D FOR BACKFLOW PREVENTION WITHIN BUILDING
R.O.W. LINE

2" CHECK VALVE

2" BALL VALVE

BRASS TEE

DOMESTIC METER PER DETAIL W10-C

BRASS 90° BEND

DOMESTIC WATER SERVICE SIZE PER APPROVED PLANS

2" GATE VALVE W/ BOX

2" POLYETHYLENE

CITY WATER MAIN

CONNECT TO MAIN W/ DOUBLE SERVICE STRAP ROMAC SADDLE W/ 2" TAP AND 3" LONG BRASS NIPPLE TO VALVE.

FINISHED GRADE

14"-18"

TEE FOR DOMESTIC SERVICE

BRASS 90° BEND (TYP.)

2" CHECK VALVE

2" BALL VALVE

SECTION A